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DRAIN FIELD SHALL CONSIST OF
1/27 WASHED STONE (1 CY MIN)

FIR

| 3

24"~ 36"

~

AV

BREAK FLANGE
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AND SHALL EXTEND 4" ABOVE
TOP OF HYDRANT FLANGE

CONCRETE SUPPORT AND/OR THRUST BLOCKING
SHALL NOT BLOCK OR OBSTRUCT HYDRANT DRAIN
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HYDRANT TO BE BREAK FLANGE TYPE
MUELLER CENTURION OR CLOW
MEDALLION, WITH 5 1/4” VALVE
OPENING, 2—2 1/2” HOSE CONNECTIONS
AND 1—4 1/27 STEAMER CONNECTION

6" RESILIENT WEDGE AUXILIARY
VALVE SHALL BE FLANGED DIRECTLY
TO THE HYDRANT AND SHALL BE
MUELLER OR CLOW OR WATEROUS

MUELLER H—=10360 OR EQUAL WITH
THE WORD "WATER” CAST ON THE LID

CONCRETE
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BLOCK
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UNDISTURBED CLAY
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